The Indoor Environmental Quality (IEQ) refers to the quality of indoor spaces in relation to the health and well-being of users. IEQ is a holistic concept considering various components of the overall indoor comfort: thermo-hygrometric, lighting, air quality and acoustics. Each component is described through specific performance indicators and benchmarks. The quality of the built environment is assessed at different stages from design to operational phase. The scientific literature reports several case studies related to the assessment of the individual components of the IEQ Tools aimed at the evaluation of the overall IEQ. The paper proposes an assessment tool based on the SB Method (Sustainable Building Method) and the Multi Criteria Analysis for the evaluation of IEQ during the operational phase of a building. Each component of IEQ is analysed through objective indicators and calculation methods. The tool provides two main outcomes: a global score expressing the overall performance of the building from the IEQ perspective; quantitative evaluations of all indoor comfort components through monitoring and measurement of the environmental variables. The above contributes to select intervention areas to optimize indoor design and to identify technologies aimed at ensuring the best IEQ levels for users at the operational stage. The system was applied to an open-plan working space of an office building. Monitoring activities and measurements are carried out to detect the indoor and outdoor variables affecting the IEQ. All aspects of IEQ were analysed and quantified so to evaluate the overall performance of the building and provide data to improve the working conditions.
Introduction
The issue of sustainability has affected the scientific community and international governments for decades. The concept of sustainable development, defined as the "development that meets the needs of the present without compromising the ability of future generations to meet their own needs" [1] is a mantra repeated over and over again with different degrees of intensity and awareness in all areas related to human activities. In recent years, this paradigm has become particularly relevant within the building sector and the built environment [2] . It is an acknowledged fact that buildings account for more than 40% of the global energy consumption and more than a third of greenhouse gas emissions [3] . The building sector reveals a high potential in terms of reducing energy consumption and climate-changing emissions [4] . Furthermore, increasing attention is being paid to the Indoor Environmental Quality (IEQ) aimed at designing a comfortable indoor environment with a specific the minimum acceptable performance defined by law. Value 3 corresponds to the "best practice", which represents a significant improvement compared over the existing regulations and common practice [30] . The ITACA Protocol is widely used in Italy and the methodology has become the core of specific technical standards. The Protocol has different purposes in relation to its different uses: this tool can support design for professionals, provide control and guidance to Public Administrations, support the choices of for end users and ensure an investment enhancement for financial operators. To date, ITACA Protocol can carry out evaluations during the design phase and the "as built" phase; no tool among ITACA Protocols is suitable for application during the operational phase [31] .
The article describes this tool based on the SB Method that can assess IEQ in offices in real working conditions. The main characteristic of the assessment tool is its ability to quantify the performance of the building or of a part of it and to select intervention areas to optimize indoor design in order to guarantee the best IEQ for users at the operational stage.
Materials and Methods
The assessment tool allows the evaluation of IEQ levels of tertiary buildings in real working conditions according to the guidelines of the SB Method. The indices considered in the tool are: indoor thermal comfort, indoor air quality, visual comfort, acoustic quality and electromagnetic pollution. The tool aims at validating the compliance with technical standards and regulatory requirements concerning comfort in real working conditions and at identifying the overall level of environmental quality through a score in a range from −1 up to 5, in compliance with the SB Method. The system includes objective indicators and standard calculation methods in order to guarantee the repeatability in different built environments and contexts.
The process requires specific monitoring and measurement activities of the main environmental variables. The tool assesses the real performance of the indoor environment. The development process of the tool can be summarized in the following steps: (i) "selection of criteria"; (ii) "benchmarking" and (iii) "weighting".
Selection of Criteria
The criteria for the development of the tool have been selected in accordance with the following common rules [32] : (i) relevance of IEQ aspects analysing the current state-of-the-art, (ii) life cycle phase, (iii) typology of indoor environment (i.e., intended use, layout, etc.), (iv) possibility of intervention to modify the specific phenomenon represented by the indicator.
Reference technical standards and international literature review on IEQ aspects have been carefully analysed. Standard EN 15251 [33] identifies indicators and environmental parameters to be used by monitoring and displaying the indoor environment in existing buildings with human occupancy. It provides the references about specific technical standard to be used for the evaluation of each IEQ aspect. In Table 1 the reference standards are summarized for each IEQ aspect. [42] Moreover, some of the main voluntary assessment tools adopted by approved bodies for the certification of building sustainability (i.e., the English BREEAM, the American LEED, the international SBTool, City, Country) have been analysed highlighting their most relevant elements. Each certification system has a thematic area that evaluates conditions of well-being in indoor environments and contains indicators referring to comfort categories such as thermal, acoustic, visual and air quality conditions. Secondly, the choice of specific indicators reflects the life cycle phase selected for assessment. According to the main goal of the tool, i.e., the evaluation of indoor environment in real working conditions, only indicators that considered monitored data and parameters during the operational phase were selected.
Thirdly, the intended use of building is crucial in relation to the indicators. The tool considers a particular layout of office buildings that is currently one of the most widely used in the design choices of companies and architects, i.e., the open space. In order to better consider the functional layout of this space, the criteria were chosen and built to evaluate the environment in relation to the characteristics that a working activity in this kind of spaces entails. Some considerations can be made for each criterion concerning thermal, visual and acoustic quality, i.e., those more influenced by the user's subjectivity. Thermal comfort is evaluated considering both the global and local index. The former considers the individuals as a whole while the latter considers discomfort conditions in specific parts of the body. Thermal comfort is analysed by taking into account sedentary activities (sitting at a desk) and business clothing for both women and men. For the local indices, the vertical air temperature difference and air draught are considered. The main activity of occupants takes place at the desk considered as the reference of the visual task. Since the tool is to be applied first to open-plan offices, indicators that can characterize the acoustic quality of this type of environment are considered e.g., the reverberation and the decrease in work performance.
Benchmarking
In the "Benchmarking" activity, reference performances are defined for comparison with the performance of the indoor environment under analysis. They represent the standard performance level and are used to score the performances in a numerical scale. Benchmarks were developed considering legal standards and laws at national or international level. Benchmarks are based either on: i) the reference standards and laws in force in Italy or, in the absence of regulations and laws in force in Italy, on ii) standards in force in other countries. In this way, the assessment of the IEQ of open-plan offices is framed in the geographical, political and climate context in which it takes place. This kind of benchmarking makes the IEQ tool easily replicable in any office building located in Italy. The benchmark scale includes four scores corresponding to different reference performance levels of sustainability, as summarized in Table 2 . Table 2 . Score and Performance scale.
Score Performance

−1
Represents a performance below the standard required 0
Represents the minimum acceptable performance defined by laws or regulations in force 3
Represents the best performance compared to regulations in force 5
Represents a higher performance compared to the current best practice (excellence)
The benchmarks are defined according to the SB Method as Level 0 and Level 5. Level 0 is usually the minimum requirement laid down in laws or standards and corresponds to the value of Category III of EN 15251. Category III describes a moderately acceptable level of expectation and may be used for existing buildings. Level 3 represents best practice or best requirement. The value has been calculated as the highest performance of indoor environments or it is the best requirement laid down in laws or standards corresponding to Category II of standards that is a normal level of expectation, but used for performance of new buildings and renovations. Level 5 corresponds to a considerably advanced performance with reference to the current best practice, which can be experimental and may require a big initial economic investment. If the matter is covered by regulations and the limit values established by the law are particularly severe, or have to be applied within a relatively long period, Level 5 of the benchmark scale is assigned to these values. Furthermore, in the IEQ tool Level 5 coincides with Category I which provides for a high level of expectation and is recommended for spaces occupied by very sensitive and fragile persons.
Weighting
"Weighting" is the assignment of percent weights to all levels of the assessment system (Thematic areas, Categories and Indicators). The weighting method of this system is based on the guideline of the SB Method.
Weights are assigned according to the relative importance of each thematic area, category and indicator with respect to some goals and criteria chosen by the developers of the system. Therefore, the importance (weight) of the thematic areas and categories reflects the policy making context and some specific characteristics of the indoor environment assessed (e.g., a higher weight is assigned to "thermal comfort" categories because of its great relevance, especially for indoor environments located in cold climate areas (northern Italy)).
Instead, the weights of single indicators instead reflect "technical choices", that is "votes" assigned by experts based on three criteria: (i) "importance" of the indicator with reference to indoor environmental quality concepts and issues; (ii) "governability" which reflects the possibility for the owner of the building or the manager or the customer to modify the specific phenomenon represented by the indicator; (iii) "stability" namely the expected duration of the impact on sustainability after the interventions.
The weighted average of scores provides the final overall score as follows:
where s i is the score of i indicator w i is the weight of i indicator within its category w c is the weight of i indicator category within its thematic area.
Structure
The IEQ tool is divided into three assessment levels in compliance with the SB Method. The most general level is "Thematic areas" represented by a single area which coincides with the "Indoor Environmental Quality". IEQ area includes 5 "Categories" which represent the second level of the assessment and are related to the most important IEQ aspects considered.
Each category is divided into several "Criteria"(third level) which provide the specific level of sustainability performance based on which the indoor spaces are assessed (Table 3 ). They are represented by an indicator that is the parameter to be measured and calculated. The criteria were defined according to standard EN 15251, except for the category "Electromagnetic pollution" required by the Italian Legislative Decree No. 81 on the safeguard of health and safety at the workplace. The "Indoor Air Quality" criterion has been actually investigated through the analysis of CO 2 concentration. Future developments of the tool will provide the possibility to quantify further indoor environmental pollutants (total volatile organic compounds, other particulate matters, etc.) that can affect users' health [43] .
The overall level of sustainability is obtained by aggregating the performances of individual indicators in relation to their weights and to the weight of the category in which they are included. The indicator value is calculated with two methods: with the former, the indicator coincides with the average of values of the indicators calculated for each considered workstation, while through the latter, the indicator corresponds to the worst value calculated among the workstations considered.
Specific sheets are used to describe each individual criterion. These sheets are implemented in an easy-to-use spreadsheet that allows to calculate the relevant indicators.
The structure of the sheet is the same for all criteria and includes the following information:
a. Name, code and position of the indicator in the general framework (i.e., category it belongs to); b.
Objective: target of sustainability for which the indicator is relevant; c.
Weight: weight criterion in the category and weight criterion in the tool as a whole; d.
Performance Indicator: the value used to assess the level of performance of the criterion; it can be either quantitative or qualitative (in this case it is described as a 'scenario'); e.
Unit of measurement; f.
Benchmark scale: indicator reference values; g.
Indicator value; calculated value of urban area evaluated; h.
Score: performance score of the indicator in relation to the indicator value and the related benchmark; i.
Notes: clarifications about the calculation method of indicator value and/or about the measurement method of the parameter. Figure 1 shows an example of a criterion sheet filled in with the value of the indicator measured during the application of the tool to the case study and the value of the score relating to the specific comfort conditions. The authors can disclose all criteria sheets for consultation. 
Case Study
The IEQ tool was tested on a recently refurbished multi-storey office whose existing indoor spaces have been transformed into efficient open spaces. The building consists of five floors above ground. The tests were conducted in the offices located on the second floor of the building. The internal layout consists of open-spaces punctuated with enclosed spaces used as meeting rooms in the central part.
A monitoring campaign was organized to evaluate the performance of the building, providing for the installation of fixed sensors and punctual surveys for the detection of the environmental variables influencing the IEQ. The hardware was widely located on the work surface in points considered strategic for the evaluation. The experimental campaign was conducted in two seasons, winter and summer, with a two-week survey period. The punctual surveys were conducted on specific days within those periods. Figure 2 shows the location of measurements performed indoors. 
A monitoring campaign was organized to evaluate the performance of the building, providing for the installation of fixed sensors and punctual surveys for the detection of the environmental variables influencing the IEQ. The hardware was widely located on the work surface in points considered strategic for the evaluation. The experimental campaign was conducted in two seasons, winter and summer, with a two-week survey period. The punctual surveys were conducted on specific days within those periods. Figure 2 shows the location of measurements performed indoors. Table 4 shows the frequency of the monitoring campaign for the assessment of each criterion. The choice often depends on the considered variables. As some of them require an extended monitoring period (typically one week), others require an immediate and punctual detection. 
* Winter day. ** Summer day.
A fixed external weather station was placed on the roof of the building and connected with a multichannel data logger, for the detection of external environmental variables:
• External air temperature and relative humidity; • Global radiation (diffuse and direct); • Wind velocity and direction; • Direct and diffuse illuminance. Table 5 shows the technical characteristics of the chosen sensors. Figure 3 shows the external meteorological station on the top of the building.
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The equipment used for the assessment of the acoustic requirements is the following:
Omnidirectional sound source; • Sound level calibrator. Figure 5 shows the equipment and their position in the indoor environment for the detection of the room acoustic parameters. Table 9 shows the technical characteristics of the acoustic sensors. Finally, a punctual survey was carried out in order to assess the level of exposure of workers to industrial frequency magnetic fields (50 Hz) and radio frequency electromagnetic fields and microwaves. A magnetic field meter was used to measure the magnetic induction value; an Table 9 shows the technical characteristics of the acoustic sensors. Finally, a punctual survey was carried out in order to assess the level of exposure of workers to industrial frequency magnetic fields (50 Hz) and radio frequency electromagnetic fields and microwaves. A magnetic field meter was used to measure the magnetic induction value; an electromagnetic field meter equipped with an electric field probe was used to measure the electric field value. Technical characteristics are shown in Table 10 . 
Results
This chapter illustrates the results of the monitoring campaign of the indoor environmental conditions and the application of the assessment tool to the case study. Table 11 shows the values of each indicator determined from the data collected during the monitoring campaign and the algorithms required by the technical standards and the minimum performance benchmarks. The data represent the average values calculated as a function of the survey period. 
The values obtained show that almost all the indicators comply with the minimum requirements laid down by law. The behavior of the building related to some criteria is extremely positive; indeed, the values of some indicators exceed the mentioned limits, especially for critical positions of the indoor spaces.
The values related to indoor air quality are extremely positive with a very low CO 2 concentration in accordance with Category I as laid down in EN 15251.
Thermal comfort varies with the location of the measuring station. In winter the values of PMV w averaged over the survey period comply with class B of ISO EN 7730 (−0.5 to +0.5). In summer, low air temperatures and high air velocities are detected in some areas, resulting in higher PMV s than the predicted limit at certain times of the day. However, the average value is within the expected performance limits. The assessment of the local thermo-hygrometric conditions shows an excellent vertical distribution of temperature (PD < 10%) and a reduced risk of draught, especially in winter. In summer, the high air velocity detected in the previous zones, causes a value of the DR index exceeding the value detected in winter, although lower than the required limit (DR < 30%).
The assessment of visual comfort was carried out both under natural and artificial lighting conditions. The assessment under natural conditions shows that the lighting requirements ensuring the smooth running of the work are not fully met: indeed, the collected data provide maintained illuminance to be less than the 500 lux according to the technical standard EN 12464-1:2011. The artificial lighting system is constantly in operation during working hours in order to counterbalance this limitation. In general, the survey showed an acceptable visual comfort. The daylight factor (DF) for most workstations is greater than 2%. In two workstations the DF values are less than 2%, due to the exposure to the north and the presence of external obstructions. The illuminance both in the task area and in the surrounding is more uniform as compared to the respective minimum values (U surr > 0.4, U back > 0.1). The indicator R surr , determined for specific workstations, has values on average higher than the expected limit (1/3-3), thus indicating the possibility of visual discomfort in the performance of work, due to visual fatigue caused by constant changes in ocular adaptation. The same applies to the indicator R back , albeit with minor effects. This discomfort is however reduced during working hours by switching on the lighting system. Under these conditions, in fact, there is no risk of glare from artificial light (UGR < 19) in any of the analysed positions.
As far as acoustic quality is concerned, there are no critical issues related to the noise of the system in operating conditions during winter (L i,w < 45 dB (A)). In summer, this value exceeds the limits in one of the two monitored areas. The result of the monitoring of the reverberation time shows rather high values of the T index (low sound absorption condition), above the limits set by the regulations but still within an acceptable condition (T < 0.8). The value of the STI index, close to the required limits, confirms this condition.
The levels of magnetic induction and electric field level detected in the indoor environment are lower than the respective quality values imposed by the reference limits at all measuring points (B < 3 µT, E < 20 V/m).
This brief discussion on the results from the monitoring campaign shows in general a good behavior of the building from the point of view of the IEQ. Some critical issues emerge in the evaluation of the thermal comfort of some limited areas during summer, in the evaluation of the visual comfort in natural light conditions and in the level of soundproofing. However, the found values obtained comply with minimum legal requirements.
These results made it possible to apply the assessment protocol aimed at quantifying the overall performance score of environmental quality. Figure 6 shows the scores obtained by each criterion and the overall IEQ score. Sustainability 2019, 11, x FOR PEER REVIEW 13 of 17 Figure 6 . List of criteria and related scores (score and weighted score) and overall IEQ score.
Discussion
The improvement of the comfort levels within workplaces affects positively several fields with effects on well-being, productivity, energy efficiency and related economic benefits. However, these areas could conflict with each other. For example, energy efficiency of a building is affected positively by reduced ventilation rates, but for the well-being of the occupants, the ventilation rate should be higher in order to guarantee the minimum requirements for indoor air quality. Similarly, passive solutions such as natural ventilation and daylight improve users' satisfaction and productivity with a reduction of energy consumption and related costs. However, these solutions may not be enough to guarantee the minimum comfort levels and may require the application of active solutions with a consequent increase in costs [44] . This can be interpreted as a multi-objective optimization problem in which the objective function aims at maximizing users' well-being and productivity, increasing energy efficiency and reducing costs. Because of the complexity of this issue, indirect economic benefits should be taken into account. Better well-being conditions in the workplace result in an improvement of the workers' performance with consequent productivity benefits (economic value added produced by the worker). The economic value added along with the improvement of the energy efficiency compensates for the increased consumption to maintain the comfort conditions. The design process and the management of a building during the operational phase must take into account all these issues as to balance the weight of each aspect.
The integration of the IEQ tool in sustainable building systems based on the SB Method allows us to analyse the building in a wider perspective by including environmental, energy efficiency and economic issues in order to quantify its overall performance during the operational phase.
The IEQ tool was designed as to comply with the requirements of an office building. Emphasis was especially on the users' well-being in workplaces [45] . The scalability of the system will allow us to extend the evaluation to buildings with different intended uses, by applying specific assessment criteria. The IEQ tool described so far is among the sustainable tools available today. The main feature of the system is the quantitative approach that allows to provide a sound evaluation of the performance of the buildings. This approach partially differentiates the tool from other sustainable systems. The IEQ tool provides an in-depth and complete analysis of the internal comfort conditions 
The IEQ tool was designed as to comply with the requirements of an office building. Emphasis was especially on the users' well-being in workplaces [45] . The scalability of the system will allow us to extend the evaluation to buildings with different intended uses, by applying specific assessment criteria. The IEQ tool described so far is among the sustainable tools available today. The main feature of the system is the quantitative approach that allows to provide a sound evaluation of the performance of the buildings. This approach partially differentiates the tool from other sustainable systems. The IEQ tool provides an in-depth and complete analysis of the internal comfort conditions of a building considering all the main issues according to one or more evaluation criteria. In particular, great attention is paid to the thermal comfort evaluated with four criteria, visual comfort with six criteria and acoustic quality with four criteria. The issue of electromagnetic pollution is also considered with the aim of minimizing the dangerous exposure of occupants to both power frequency magnetic fields and radio frequency and microwave electromagnetic fields.
Compared to the mostly used international assessment tools, the IEQ tool provides a quantitative assessment of the main issues related to the indoor comfort. Below the IEQ tool is briefly compared with two of the most well-known and used evaluation systems that can be applied to buildings during operational phase: "BREEAM in use" and "LEED O+M". The comparison is aimed at highlighting the strengths of the tool developed and described in this paper.
The "BREEAM in use" approach is prescriptive, i.e., each criterion calls for the implementation of technological solutions in order to acquire the credits assigned to the considered criterion [46] . This means that the tool describes the current state of the building at the time of the evaluation. The criteria indicate that measurements/verifications/controls of parameters should be carried out according to the legislation in force and that a qualified third party should perform them. However, they do not specify what parameters have to be assessed, how they should be measured or the performance to be achieved. The "BREEAM in use" tool addresses the issue of IEQ mainly within the Health and Well-being category. It focuses mainly on ventilation and air quality while thermal, visual and acoustic comfort are analysed with only one or two criteria. Electromagnetic pollution is not evaluated.
In general, also LEED O+M has a prescriptive approach, but some criteria indicate that measurements/verifications/controls of parameters should be made, indicating how to carry out the measurements and specifying the performance to be achieved [47] . In some cases, measuring and achieving performance is an alternative to implementing a technological solution. LEED O+M mainly deals with the issue of indoor air quality (IAQ) (five criteria, of which three mandatory prerequisites to be met) while thermal comfort is addressed by applying one criterion and visual comfort by applying two criteria. Acoustic comfort and electromagnetic pollution are not considered. Great importance is attached to green cleaning: according to the criteria, it must be verified that cleaning of the building is carried out with products, materials and equipment that do not compromise the quality of air and human health, the systems indoor surfaces and the environment.
The IEQ can be used as a support instrument due to the quantitative assessment offered by the SB Method. The tool allows to evaluate the design aspects that can be improved in a predefined layout and indirectly makes it possible to choose the most suitable technological solutions to achieve standard performance levels (legal minimums) or best performance levels (best practices).
Conclusions
The IEQ tool provides a performance assessment based on a measurement (i.e., quantitative and objective data) carried out by specific instruments in accordance with laws and technical regulations in force related to the specific issue.
Both LEED and BREEAM tools include criteria relating to occupants' satisfaction, through an anonymous survey (the former) and a procedure to collect feedback (the latter) that have to be carried out.
The developed tool allows us to verify the performance and functional layout of working spaces during the operational phase from the point of view of IEQ. The objective was to test the layout in order to replicate it on other floors (of the same building) and in other locations. The application of the IEQ tool, which also provided for the execution of a specific on-site monitoring, allowed us to identify possible areas of intervention to improve discomfort conditions that were manifested in a concrete manner through the results of the monitoring and especially through category scores and more specifically through the individual criteria scores obtained.
An ongoing research which may be further developed/described in future papers requires the preparation of questionnaires drawn up in collaboration with experts of adaptive and perceptive behavior in order to submit them to the occupants of the offices examined. Funding: This research received no external funding.
